
Installation Instructions 

Room Unit with 15m cable for   
SENTINEL KINETIC  

Installation: 
1. The Room Unit features the same functions as the controller integrated in the 

main unit. The Room Unit can be installed e.g. in a living space. It is intended 
to be operated by the user and can be also used by an installer to make 
adjustments to the unit.

2. To fit the Room Unit remove the Front, Rear and Electrical covers, using the 
cable assembly supplied insert the RJ11 plug into the socket marked BMS and 
feed the remaining cable through cable inlet plate, refit all covers.

3. Connect the cable to the Room Unit’s terminal board (4 colour coded leads). Fix
the Room Unit on the wall, using two screws. The presence of the Room Unit will 
automatically be detected.
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